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ISSUES:

1
2" = 1'-0"
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1
DETAIL

1" = 1'-0"A-122

3
DETAIL

1
2" = 1'-0"

A-122

5
DETAIL

1
2" = 1'-0"

A-122

2
DETAIL

1" = 1'-0"A-122

4
DETAIL

1" = 1'-0"A-122

6
DETAIL

METAL WALL PANEL CLOSURE TRIM BY METAL WALL PANEL

MANUFACTURER

CONT METAL CLIP

RATED CEILING/ROOF ASSEMBLY - REFER TO G-013

6" DEEP CHANNEL - REFER TO STRUCTURAL

1" DEEP BAR GRATING

1" DEEP BAR GRATING: 6T @ 11" AND 5R @ 7"± VIF

TYPICAL MEMBRANE ROOF ASSEMBLY - REFER TO 2/A-121

STEEL BAR JOISTS - REFER TO STRUCTURAL

2

3

4

5

6

7

8

9

10

11

12

13

1 12" Ø METAL HANDRAIL 42" HIGH WITH INTERMEDIATE RAIL

GALV STAIR STRINGER

METAL JOISTS - REFER TO STRUCTURAL

FLAT ROOF - REFER TO DETAIL 2/A-121

STEEL BEAM - REFER TO STRUCTURAL

DOOR AND METAL WALL PANEL JAMB BEYOND

14 TREATED WOOD BLOCKING

15 METAL COUNTER FLASHING - EXTEND OUT FROM UNDER

THRESHOLD AND OVER METAL PANEL CLOSURE TRIM

16 DOOR AND FRAME BEYOND

17

18 LIGHT GAUGE METAL ROOF TRUSSES

19 BATT INSULATION

20 7
8" RESILIENT CHANNEL AT 12" OC - REFER TO DRAWING

G-013

21 5
8" FR GYPSUM BOARD

22 GYPSUM BOARD CONTROAL JOINT

23 2 12" METAL STUD

24 STEEL JOIST ROOF TRUSS - REFER TO STRUCTURAL

25 THRESHOLD SET IN SEALANT OVER WOOD NAILER AND

METAL COUNTER FLASHING

1" = 1'-0"A-122

7
DETAIL

26 MEMBRANE ROOFING SYSTEM

27 MEMBRANE ROOF FLASHING

28 MEMBRANE FLASHING

29 BASE FLASHING BY SIDING MANUFACTURER

30 8" CMU

1" = 1'-0"A-122

8
DETAIL

31 ANTENNA BY OWNER

32 ANTENNA BRACKET FABRICATED OF 2" (.05 mm) Ø GALV

STEEL PIPE PAINT WELDS WITH GALV PRIMER.  CAP TOP OF

BRACKET AND LEAVE BOTTOM OPEN.  PAINT ALL BRACKETS.

33 6" X 18" X 14" GALV STEEL PLATE BOLTED TO WALL OVER

MEMBRANE FLASHING.  PROVIDE FIRE TREATED BLOCKING

IN WALL.  SEAL JOINT BETWEEN PLATE AND MEMBRANE

FLASHING

34 WEATHER HEAD

35 FACE OF WALL

36 SEE ELECTRICAL FOR CONT

3/4" = 1'-0"A-122

9
ANTENNA DETAIL

37 3'-0" x 3'-0" ROOF SCUTTLE W/INSUL. LID

38 PREFORMED INSULATED CURB WITH INTEGRAL FLASHING

1 1/2" = 1'-0"A-122

10
ROOF SCUTTLE DETAIL

39 MEMBRANE ROOFING ON TAPERED INSULATION

40 LADDER - SEE SPECIFICATIONS

1 1/2" = 1'-0"A-122

11
DETAIL

41 2" X 2" GALVANIZED STEEL TUBE WITH 6" X 6" X 516" ANCHOR

PLATE

42 EXTEND MEMBRANE FLASHING AROUND STEEL TUBE

SUPPORT


